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CO-RAY-VAC FIELD WIRING FOR PANEL BOX #13-123-B
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CRV SYSTEM FIELD WIRING
BY; ENERGY SALES, INC
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NOTE; FOR QUESTIONS PLEASE CONTACT US AT 952-890-2966.
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CIRCUIT TIMER RELAY
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*Connect the wire leads provided to terminals 1 and
2 labeled (C) Common and (NO) Normally Open.
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VACUUM PUMP MOTOR.

PRESSURE SWITCH
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120V - HOT

NEUTRAL

208/230V - HOT

L1 = T5 BLACK
        T1 BLUE
        T3 ORANGE

N = T8 RED
       T2 WHITE
       7P2 BROWN

L2 = T4 YELLOW

TO REVERSE ROTATION - CHANGE
L1(T5) TO N AND N (T8) TO L1

*WIRE NOT USED IN
APPLICATION DO
NOT USE AND CAP

PRESSURE SWITCH

For questions please contact us at 952-890-2966
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